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Abstract 
As the main difficulty of modeling cavity receivers is determining natural convection heat losses, this paper presents a survey of 
the different natural convection correlations developed by several authors to model natural convective heat losses from cavity 
receivers of solar thermal power tower plants. The different correlations studied for modeling convective heat losses are later 
compared by performing simulations on an implemented cavity receiver. For this work a model of a PS10-like cavity receiver, 
using Solar Salt as the heat transfer fluid, is implemented in Modelica. The simulations have shown how the results of four out of 
the five studied correlations do agree, while one of the analyzed correlations clearly overestimates convective heat losses for the 
simulations performed. 
 
© 2015 The Authors. Published by Elsevier Ltd. 
Peer review by the scientific conference committee of SolarPACES 2014 under responsibility of PSE AG. 
Keywords: Concentrated solar power; Cavity receiver; Natural convection heat loss correlations 
1. Introduction 
Since the first commercial solar thermal power tower plant, PS10 in Sanlucar La Mayor, Spain, was connected to 
the grid in 2007, the interest in this technology has largely increased. Currently, solar tower technologies account for 
457 MW operating worldwide, 210 MW under construction and about 6000 MW planned [1]. 
In CSP technologies, as in any other technology, any design needs to be tested through simulation in order to be 
validated theoretically. This is the reason why there is a latent need to develop accurate models for solar thermal 
power tower plants and particularly, there is a great interest in developing simulation models for cavity receivers, 
which have proven to have larger efficiencies than external receivers. For modeling these receivers, the most critical 
part is the accurate modeling of the heat losses, which determine its efficiency. However, modeling the heat losses 
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(http://creativecommons.org/licenses/by-nc-nd/4.0/).
Peer review by the scientific conference committee of SolarPACES 2014 under responsibility of PSE AG
544   J. Samanes et al. /  Energy Procedia  69 ( 2015 )  543 – 552 
of a cavity receiver can be a challenge considering the complexity of the heat transfer mechanisms and the infinite 
number of possible geometric configurations. Already proposed solar cavity receiver models can be subdivided into 
two groups, (i) three dimensional numerical models with high spatial resolution, namely CFD models, and (ii) 
numerical as well as empirical models of much lower spatial resolution. Although CFD models can analyze the 
influence of the geometry in the heat loss process with a very accurate and realistic approach, the computational cost 
of CFD studies is so high that these models cannot be applied to long-term simulations of complete solar thermal 
power tower plants. 
The underlying purpose of this work is the development of receiver models for performing long-term transient 
simulations, in particular focusing on the evaluation of convective heat loss correlations. Convective heat losses are 
defined as the heat flow rate flowing out of the cavity aperture as the resulting process of heating the air inside the 
cavity or air streams due to wind loads and can be calculated by using natural convection and forced convection heat 
transfer expressions. These expressions are typically empirical correlations adjusted by performing experiments 
under certain conditions to specific geometries. 
In this paper, an extensive survey of the specific related bibliography as well as the comparison of the proposed 
expressions for calculating the convective thermal losses in solar cavity receivers is presented. This work has been 
carried out in order to find an appropriate set of correlations to develop simulation models for cavity receivers with a 
focus on the compromise between model accuracy and computational cost, so as to include the developed models in 
an energy yield simulation program on system level. In order to compare the identified correlations, a flexible model 
for a cavity receivers has been implemented. The model, a PS10-like geometry cavity receiver using molten salts as 
the heat transfer fluid, has been simulated under the same boundary conditions using each of the identified 
correlations for calculating the convective heat losses. The heat transfer fluid outlet temperature is fixed by means of 
an adaptive controller; this way the active surfaces are at the same temperature for all the simulations, so the 
differences in the receiver performance are only caused by the natural convection correlation used in each case. 
2. Modeling convection heat losses 
Convection heat losses play a major role in the performance of a cavity receiver. In the last 20 years several 
correlations for the Nusselt number have been developed by different authors; these expressions have been later 
used to model both convective heat losses mechanisms: natural convection heat losses and forced convection heat 
losses. However, the focus of this paper is on natural convection heat losses, being the modeling of forced 
convection heat losses out of the present scope. 
The correlations provided are generally based in the Nusselt number,ܰݑ, that allows calculating the heat transfer 
coefficient, ݄, needed to calculate the corresponding convection heat losses, ሶܳ ௖௢௡௩ as shown in Eqs. (1) and (2). 
ሶܳ ௖௢௡௩ ൌ ݄ܣ௦ሺ ௦ܶ െ ௔ܶ௠௕ሻ  (1) 
ܰݑ ൌ
݄ܮ௖
݇
 (2) 
Where: 
x ࢀࢇ࢓࢈ is the ambient temperature,  
x ࢀ࢙ is the surface temperature,  
x ࡸࢉis the characteristic length,  
x k is the thermal conductivity, and  
x ࡭࢙ is the surface area. 
The correlations presented in this paper are used to determine either a global heat transfer coefficient for the 
cavity or a specific heat transfer coefficient for every surface inside the cavity. Eq. (1) and Eq. (2) are applied to 
every surface inside the cavity if the correlation is able to estimate a specific heat transfer coefficient for every 
surface or to a single surface at a temperature equal to the cavity average temperature if only a global heat transfer 
coefficient can be estimated by the correlation provided.  
In the following sections, a review of Nusselt number correlations provided by different authors for the natural 
convection heat losses from solar cavity receivers is conducted. The correlations presented by Clausing in 1983 [2], 
Sieber and Kraabel in 1984 [3], Clausing et al. in 1987 [4], Leibfried and Otjohann in 1995 [5] and Paitoonsurikarn 
and Lovegrove in 2006 [6] are considered to be the most relevant ones, and thus hereafter analyzed. 
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2.1. Clausing, 1983 
Clausing [2] presented a correlation for the Nusselt number that takes into account the surface orientation, the 
surface temperature and the ambient temperature, this correlation allows calculating the appropriate heat transfer 
coefficient for each surface.  
The cavity shown in Fig. 1 is the one studied by the author. It is divided into two different zones, a stagnant zone, 
and a convective zone. The density of the air entering the cavity is typically a factor of three or four higher than the 
density of the air at the temperature of the refractory surfaces in the upper portion of the cavity. Hence, if the 
aperture is in the lower portion of the cavity, the air inside the cavity is expected to be stratified and relatively 
stagnant in the upper region. For this reason, the interior volume is divided into a Convective Zone, Zone I, and a 
Stagnant Zone, Zone 2 [2]. The stagnant zone is the part of the receiver where the air stays still, the convective zone 
is the zone where the majority of the convection heat losses occur due to the velocity induced in the air by the 
difference between the ambient temperature and the surfaces temperatures, called buoyant velocity. 
 
Fig. 1. (a) Cavity receiver studied by [2]; (b) Network representation used by [2]. 
In Fig. 1 (a), Tc is the temperature of the air leaving the cavity, Tb is the bulk air temperature, La is the length of 
the aperture and Lc is the length of the convective zone. The author expressed the natural convection heat losses 
flowing out through the aperture with the expression shown in Eq. (3). 
ሶܳ ௔ ൌ ߩ௔௠௕ݒ௔ܣ௔ܿ௣ሺ ௖ܶ െ ௔ܶ௠௕ሻ  (3) 
With ݒ௔ being an effective flow velocity calculated as the quadratic mean of wind velocity and buoyancy 
induced velocity, ߩ௔௠௕ the density, ܿ௣ is the specific heat of the ambient air and ܣ௔ is the aperture area through 
which mass flows into the cavity (assumed to be half of the total aperture area). The involved air velocities are 
estimated through equations Eq. (4) and Eq. (5). 
ݒ௕ ൌ ሾ݃ߚሺ ௖ܶ െ ௔ܶ௠௕ሻܮ௔ሿଵȀଶ  (4) 
ݒ௔ ൌ ͲǤͷ ൤ݒ௕ଶ ൅ ቀ
ݒ௪௜௡ௗ
ʹ
ቁ
ଶ
൨
଴Ǥହ
 (5) 
Where, ݒ௕is defined as the buoyancy induced velocity, an air mass flow driven by the high surface temperatures 
inside the cavity. 
The author proposed solving the net of resistances represented in Fig. 1 (b).This network leads to the Eq. (6): 
ሶܳ ௡௖ ൌ
௧ܶ െ ௕ܶ
ܴ௧௖
൅ ௪ܶ
െ ௕ܶ
ܴ௪௖
൅ ௦ܶ
െ ௕ܶ
ܴ௦௖
 (6) 
Where ܴ ൌ ͳ ݄ܣΤ .  
a b 
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The heat transfer coefficient is then calculated thanks to the Nusselt number correlation provided by Eq. (7). 
ܰݑ ൌ ͲǤͲͺʹܴܽ
ଵ
ଷ ቈെͲǤͻ ൅ ʹǤͶ ௦ܶ
௔ܶ௠௕
െ ͲǤͷ ൬ ௦ܶ
௔ܶ௠௕
൰
ଶ
቉ ݖሺܼ௪ሻ  (7) 
The Nusselt number is determined as a function of Rayleigh number, wall and ambient temperature and the 
surface orientation ݖሺܼ௪ሻ, where ܼ௪  is the angle between the z-axis and the normal vector to the surface. The 
surface orientation is calculated according to Eq. (8). 
ݖሺܼ௪ሻ ൌ
ە
ۖ
۔
ۖ
ۓ
ͳ ݂݅Ͳ ൏ ܼ௪ ൏ ͳ͵ͷ݀݁݃
ʹ
͵
ቈͳ ൅
ݏ݅݊ሺܼ௪ሻ
ξʹ
቉ ݂݅ܼ௪ ൐ ͳ͵ͷ
ʹ
͵
݀݋ݓ݊ݓܽݎ݀݂ܽܿ݅݊݃ ݄݁ܽݐ݁݀ ݏݑݎ݂ܽܿ݁
  (8) 
The surface heat transfer area between stagnant zone and convective zone is Astag = 0.3Aceiling.  
According to the authors, this model is valid forܴܽ ൐ ͳǤ͸ ൈ ͳͲଽܽ݊݀ͳ ൏ ௦ܶ ௔ܶ௠௕Τ ൏ ʹǤ͸. For temperatures ratios 
greater than 2.6 its value should be limited to 2 [2] until data in this region is available. The surface temperatures for 
a cavity receiver might achieve values greater than 600ºC, so the temperatures ratio, evaluated in K with an ambient 
temperature of 20ºC, might be around 2, within the validity range, the Ra number during operation is also within the 
validity range (3.6·1012-5.3·1012 for the active panels). 
2.2. Siebers and Kraabel 1984 
Siebers and Kraabel [3] determined a global heat transfer coefficient for the cavity receiver as a function of the 
Grashoff number, the cavity average temperature and the ambient temperature, this coefficient is weighted by the 
areas of the cavity to calculate the total heat transfer coefficient. The authors studied the cubical receiver in Fig. 2 
and provided a global heat transfer coefficient for the cavity.  
 
Fig. 2. Cavity studied [3]. 
In this model a heat transfer coefficient expression is provided for air at normal ambient temperatures without a 
previous calculation of the Nusselt number, ݄௡௖ǡ଴, Eq. (9).To account for partial covering of the cavity opening such 
as a lower and upper lip Eq. (10) is used. 
݄௡௖ǡ଴ ൌ ͲǤͺͳሺ ௖ܶ௔௩ െ ௔ܶ௠௕ሻ଴Ǥସଶ଺  (9) 
݄௡௖ ൌ ݄௡௖ǡ଴ ൬
ܣଵ
ܣଶ
൰ ൬
ܣଷ
ܣଵ
൰
଴Ǥ଺ଷ
 (10) 
Where ௖ܶ௔௩is the average cavity temperature, ܣଵis the total cavity surface, ܣଶthe cavity surface area excluding 
the area of the lower lip and ܣଷthe cavity surface area excluding the area of the upper lip as shown in Fig. 2. No 
validity range is provided for this correlation. 
2.3. Clausing 1987 
In Clausing et al. [4], the same cavity receiver than in [2] is analyzed, this time providing a global Nusselt 
number for the cavity receiver. A global heat transfer coefficient for the cavity receiver in terms of three parameters 
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is calculated. The first parameter, g, represents the natural convection correlation from the internal cavity surfaces to 
the surroundings for constant properties, the second one, f, is the quantity which accounts for variable property 
influences because of the difference of wall and ambient temperature and the last parameter, b, accounting for the 
effects that occur when the temperature of the air inside the cavity is significantly different than the ambient 
temperature. 
ܰݑ ൌ ݂ܾ݃  (11) 
Table 1. “f” and “g” parameters as a function of the flow regime.
ܴܽ ൏ ͵Ǥʹ ൈ ͳͲ଼ ൌ ܴܽ௟
݃ ൌ ͲǤ͸͵ܴܽଵȀସ
௟݂ ൌ ͳ
 (12) 
ܴܽ௟ ൏ ܴܽ ൏ ͳǤ͸ ൈ ͳͲଽ ൌ ܴܽ௧௨௥௕
݃ ൌ ͲǤ͸͵ܴܽଵȀସ
௧݂ ൌ ሺ ௧݂௨௥௕ െ ͳሻ ൤൬ܴܽ
ଵ
ଷ െ ܴܽ௟
ଵ
ଷ൰ ൬ܴܽ௧௨௥௕
ଵ
ଷ െ ܴܽ௟
ଵ
ଷ൰൘ ൨ ൅ ͳ
 (13) 
ܴܽ ൐ ܴܽ௧௨௥௕
݃ ൌ ͲǤͳͲͺܴܽଵȀଷ
௧݂௨௥௕ ൌ ͲǤʹͷʹͶ ൅ ͲǤͻͳ͸͵
௪ܶ
ܶ҄
െ ͲǤͳ͸͸͵ ൬ ௪ܶ
ܶ҄
൰
ଶ

 (14) 
ܾ ൌ ͳ െ ͳǤͷ͹
ۏ
ێ
ێ
ێ
ۍ ݂ܾ݃ ൬
݇௙
݇௔௠௕
൰
ቀܴܽ௔௠௕ܲݎ௔௠௕
ܮ௔
ܮ௖
ቁ
ଵ
ଶ
ቀ ܣ௔ܣ௖௢௡௩௘௖௧௜௩௘ ௭௢௡௘
ቁے
ۑ
ۑ
ۑ
ې
ଶ
ଷ
  (15) 
In this expression, properties must be evaluated at the film temperature. The characteristic length is the aperture 
height plus half of the total cavity height ܮ௖ ൌ ܮ௔ ൅
௅
ଶ
. 
ܣ௖௢௡௩௘௖௧௜௩௘௭௢௡௘is constituted by all surfaces that are not in the stagnant zone and the aperture area. According to 
the authors, the provided correlations are valid for ͳ ൏ ௦ܶ ௔ܶ௠௕Τ ൏ ͵ǡ ܮଶ ͳͺΤ ൑ ܣ௔ ൑ ܮଶ and͵ ൈ ͳͲ͹ ൏ ܴܽ ൏ ͵ ൈ ͳͲͳͲ. 
2.4. Leibfried and Otjohann 1995 
Leibfried and Otjohann [5] studied the flow configuration in a hemispherical tilted cavity receiver, determining a 
global Nusselt correlation accounting for the ambient temperature, the cavity average temperature and the 
orientation of the cavity. According to the authors, heat transfer mainly occurs in the boundary layer, although only 
buoyancy driven flow is considered, in some regions of the cavity forced convection patterns are observed. 
The Nusselt number derived takes into account the orientation of the cavity ݄൫ߠ൯, the total area of the cavity, 
ܣ௖௔௩, the area of the aperture, ܣ௔ǡ the Grashoff number and the ratio of the cavity average temperature and the 
ambient temperature, see Eq. (16) . 
ܰݑ ൌ ͲǤͳͲ͸ܩݎ
ଵ
ଷ ൬ ௪ܶ
ܶ҄
൰
଴Ǥଵ଼
൬
ͶǤʹͷ͸ܣ௔
ܣ௖௔௩
൰
௦
݄൫ߠ൯  (16) 
ݏ ൌ ͲǤͷ͸ െ ͳǤͲͳ ൬
ܣ௔
ܣ௖௔௩
൰
ଶ
 (17) 
݄൫ߠ൯ ൌ
ͳ
݄଴
ቂͳ െ ܿ݋ݏ ቀߠ
଴Ǥ଼ହ
ߨቁቃ  (18) 
Where ߠis defined as ߠ ൌ ൫ߠ െ ߠ௦௧௔௚ǡ௘௙௙൯ ሺߠ௠௔௫ െߠ௦௧௔௚ǡ௘௙௙ሻൗ ǡbeing ߠ௦௧௔௚ the angle up to which the heated part of 
the cavity is situated in the stagnant zone, generallyͻͲ݀݁݃. The expression for ߠ௦௧௔௚ǡ௘௙௙ is found in Eq. (19). 
ߠ௦௧௔௚ǡ௘௙௙ ൌ ߠ௦௧௔௚ ൅
൫ͻͲ݀݁݃ െ ߠ௦௧௔௚൯൫ߠ௦௧௔௚ െ ߠ൯
ߠ௦௧௔௚
 (19) 
Where ߠis the tilt angle of the cavity, 90 deg when the cavity is upward facing and 0 deg when the normal vector 
to the aperture of the cavity is horizontal. 
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݄଴ ൌ ͳ െ ܿ݋ݏሺߠሺߠ ൌ Ͳሻ ଴Ǥ଼ହߨሻ  (20) 
The authors claim that these expressions are valid as long asܣ௔௣௘௥௧௨௥௘ ܣ௖௔௩௜௧௬Τ ൏ ͲǤʹ, the aperture area of the 
receiver studied is 126.5 m2 and the total area of the cavity is 563.88 m2,so the ratio is 0.224, slightly greater than the 
provided limit. 
2.5. Paitoonsurikarn and Lovegrove 2006 
Paitoonsurikarn and Lovegrove [6] established  a Nusselt correlation depending on the Grashoff and the Prandtl 
number for solar dish cavity receivers. The characteristic length is calculated as a function of the cavity geometry. 
Even though it was developed for solar dish cavity receivers, it was also tested in large cavities, providing accurate 
results. The authors claim that for the case of a 400 m2 dish receiver the correlation correlates as high as 70% of the 
data from within ±20%, and up to 100% coverage within ±50%. 
Eq. (21) shows the Nusselt correlation provided by the authors in [6]. Where ܮ௦is the cavity length scale and it is 
calculated according to Eq. (22). 
ܰݑ௅ ൌ ͲǤͲͳͻ͸ܴܽ௅଴Ǥସଵܲݎ଴Ǥଵଷ ൌ
݄ܮ௦
݇
 (21) 
ܮ௦ ൌ อ෍ܽ௜ܿ݋ݏሺ׎ ൅ ߖ௜ሻ௕೔ܮ௜
ଷ
௜ୀଵ
อ  (22) 
In this expressions, ܽ௜ǡ ߖ௜ǡ ୧ are parameters given by the authors based on empirical adjustments. The proposed 
values are reproduced in Table 2. 
Table 2. Constants for the evaluation of the ensemble cavity length scale Ls [6]. 
i ܽ௜ ୧ ߖ௜
1 4.08 5.41 -0.11 
2 -1.17 7.17 -0.3 
3 0.07 1.99 -0.08 
 
The meaning of the different dimensions ୧ is specified in Fig. 3. 
 
Fig. 3. Cavity geometrical parameters used in the definition of the ensemble cavity length scale Ls [6]. 
In this model, the properties are evaluated at film temperature, the mean temperature of the cavity average 
temperature and the ambient temperature, Tf = ( Tcav + Tamb )/2. 
3. Simulations 
The receiver model has been implemented in Modelica as a part of a master thesis [7] and allows a flexible 
geometry definition. To compare the results provided by the different natural convection correlations, the geometry 
of the receiver is fixed according to Fig. 4 (a).  
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Fig. 4. (a) PS10-like cavity receiver geometry; (b) Schematic of the receiver and its geometry, 
Eight parameters are taken as inputs by the model to completely define its geometry, as shown by the graphical 
representation in Fig. 4 (b).  
x Rc: cavity radius, which defines the inner radius of the cavity 
x Hc: receiver height, which is the internal height of the cavity and thus the height of the active surfaces 
x einsu: width of the insulation surfaces, this parameter is the same for all the passive surfaces already mentioned 
x  wsl and wul: width of the side lips and upper lip respectively 
x  ntubes: number of tubes inside each panel  
The parameters taken to define the geometry of the receiver are shown in Table 3 (a); these dimensions are 
similar to the ones of the PS10 cavity receiver. The fluid used as HTF is molten salts typically a mixture of 60% 
NaNO3 and 40% KNO3 (weight percent). 
Table 3. (a) PS-10 like cavity receiver geometric parameters; (b) Simulation Conditions 
(a) Geometric parameters  (b) Simulation Parameters 
ࡾࢉ 7 m  DNI 800 W/ m2 
ࡴࢉ 12 m  Inlet Temperature 280 ºC 
ࢋ࢏࢔࢙࢛ 0.4 m  Outlet temperature 565 ºC 
࢙࢝࢒ 1.25 m  Ambient temperature 20 ºC 
࢛࢝࢒ 1 m  Wind speed 0 m/s 
࢔࢖ࢇ࢔ 4   Wind direction 0 rad 
࢔࢚࢛࢈ࢋ࢙ 300   Relative Humidity 15 % 
ࢋ࢖࢏࢖ࢋ 0.0025 m  Atmospheric Pressure 101325 Pa 
    Solar Field Area 100500 m2 
    Focused Radiation 5,67E+07 W 
The panels within the receiver, each of them consisting of 300 tubes, are connected in series, as shown in Fig. 5. 

Fig. 5. HTF flow configuration through the panels. 
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The system used for the simulations consisted of a fluid source (at constant temperature) and a fluid sink 
connected to the inlet and outlet of the modeled receiver; the adaptive controller and a simple model representing the 
solar radiation focused on the receiver by a heliostat field. 
Under the constant conditions stated in Table 3 (b), simulations for the different natural convection models were 
conducted. The simulation conditions were fixed in order to perform the comparisons for the steady-state conditions. 
3.1. Comparisons between the natural convection models   
For the fixed operating conditions, in Table 3 (b), the correlations studied in Section 2 to model natural 
convection heat losses are compared. The performance of the cavity receiver with the different convection models 
analyzed is provided in Table 4. In particular, the power absorbed by the heat transfer fluid, the efficiency of the 
receiver and the total heat losses are the results analyzed. The efficiency is defined as the ratio of the total power 
absorbed by the heat transfer fluid to the total solar power incident on the receiver. 
Table 4. Performance of the cavity receiver depending on the natural convection model used. 
MODEL GENERAL PERFORMANCE   %Heat Loss 
Clausing 1983 
Power absorbed 5,177E+07 
Efficiency 91,34% 
Heat Losses  5,338E+06 
Convection 27,39% 
Conduction 10,24% 
Radiation 62,37% 
Clausing 1987 
Power absorbed 5,118E+07 
Efficiency 90,31% 
Heat Losses  5,591E+06 
Convection 35,57% 
Conduction 12,41% 
Radiation 52,02% 
  
Siebers 
and 
Kraabel 
  
Power absorbed 5,111E+07 
Efficiency 90,17% 
Heat Losses  5,705E+06 
Convection 34,08% 
Conduction 12,62% 
Radiation 53,30% 
  
Paitoonsurikarn 
and 
Lovegrove 
  
Power absorbed 4,833E+07 
Efficiency 85,28% 
Heat Losses  7,848E+06 
Convection 63,42% 
Conduction 3,50% 
Radiation 33,08% 
  
Leibfried 
and 
Ortjohann 
  
Power absorbed 5,140E+07 
Efficiency 90,69% 
Heat Losses  5,496E+06 
Convection 30,23% 
Conduction 13,38% 
Radiation 56,40% 
 
The total heat losses are defined as the total heat flow rate flowing out of the cavity. This means that they account 
for the radiation exiting the cavity through the aperture (solar and thermal radiation), the conduction heat losses 
through the insulation layer and the convection heat losses due to natural convection inside the cavity and forced 
convection. The heat flow rate lost by each of these mechanisms is also detailed. 
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Fig. 6. Efficiencies for the different correlations. 
Fig. 6 shows that the application of the correlation for natural convection provided by Clausing in 1983 results in 
the greatest efficiency: 91.339%. The model introduced by Leibfried and Ortjohann, Clausing in 1987 and Siebers 
and Kraabel in 1984 results in almost identical performance characteristics; 90.690%, 90.308% and 90.174% 
respectively, of the total incident radiation on the receiver is transferred to the heat transfer fluid. The correlation 
provided by Paitoonsurikarn and Lovegrove for Solar Dish cavity receivers, with a smaller area than cavity receivers 
in central tower systems and lower surface temperatures, provides the lowest power rate transferred to the heat 
transfer fluid; 85.280% of the incident radiation is absorbed by the heat transfer fluid. The results presented here 
agree quite well with the ones presented by Teichel [8]. 
It has to be said, that there is a big uncertainty associated with the correlations provided by the different authors. 
Clausing claims that with the correlation provided in 1987 the maximum deviation of any data point of his 
experiment, a cavity in a cryogenic wind tunnel, is 20%. When using this expression in other cavities with different 
geometries the deviation might be greater. Clausing also claims that for the correlation recommended in 1983, the 
average absolute deviation for the 119 data points is 1%. However, the uncertainty is higher in this case, since some 
of the values of the Rayleigh number are out of the validity range. Paitoonsurikarn and Lovegrove states that their 
correlation, in the worst case tested, correlates only 40% of the model receiver data within ±20% and up to 
approximately 80% of the data within ±50%. For better cases, the correlation correlates as high as 70% of the data 
within ±20%, and up to 100% coverage within ±50%. The rest of the correlations also present great uncertainties 
when they are used for cavities with geometries different from those as studied by the authors, but no explicit values 
are provided. 
With such a big uncertainty associated with the correlations used to model the convection heat losses all the 
models can be considered to be valid except the one developed for solar dish cavity receivers. Even though the 
authors [9] claim that their correlation is valid for larger cavity receivers, the results do not agree with the ones of 
other correlations. 
There is only one model that provides the heat losses on every surface of the cavity receiver; Clausing 1983. The 
rest of the models provide a total heat transfer coefficient for the cavity receiver and thus later distribution of the 
convective heat losses has to be done for all the surfaces inside the cavity so that the heat losses are proportional to 
the surface area. This heat transfer coefficient is calculated for a cavity mean temperature calculated as an area 
averaged temperature. It has to be considered that the panels are cooled by the heat transfer fluid, thus the 
temperature of their surface is kept relatively low, at values ranging from 290-580ºC. However, the passive surfaces 
are not cooled, in such way the temperatures of these surfaces can be greater than the temperatures of the coolest 
active ones. As the natural convective heat losses of any surface can be treated separately, the heat losses of the 
panel surfaces are kept at their real values. In contrast, for the rest of the models as the temperature of the passive 
surfaces can increase the cavity average temperature, the total convective heat losses increase too. When these heat 
losses are distributed to every surface by weighting the area, the natural convection heat losses from the panel 
surfaces are greater than their real natural convection heat losses. In such way the efficiency of the receiver can be 
reduced. 
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Fig. 7. Comparisons of the heat transfer mechanisms for the different natural convection models analyzed. 
As it is shown in Fig. 7 conduction and radiation heat losses are quite constant for all the convection models, as 
expected. This is because the radiosity method implemented for the simulation is not changed, and neither the 
characteristics of the insulation layers are. The slight variability observed is due to the variation in the natural 
convection heat loss model. 
To sum up, even though four of the analyzed correlations provide similar results, and thus the four of them seem 
to be valid for the cavity receiver simulated in this work, within the uncertainty declared in the papers, the method 
proposed by Clausing in [2] is considered to be the best choice if a detailed performance model has to be developed 
for a cavity receiver. 
4. Conclusions 
In this paper a deep review of the existing natural convection correlations for solar cavity receivers for central 
receiver systems was performed. These correlations were implemented in an existing model comparing the results 
obtained. It was found that the correlations introduced by Leibfried and Ortjohann [5], Clausing et al. [4], and 
Siebers and Kraabel [3] results in almost identical performance characteristics. The correlation presented by 
Clausing [2] resulted in similar efficiency to the previous 3 models while the one by Paitoonsurikarn and Lovegrove 
[6] seems to overestimate the convective heat losses for the cavity studied. Finally Clausing [2] is chosen as the 
preferred correlation due to the possibility of calculating individual heat losses for each surface. 
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